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GENERAL NOTES
1. ALL WORK SHOWN ON THIS SHEET SHALL BE PERFORMED IN
ACCORDANCE WITH NFPA 70—2011, NATIONAL ELECTRICAL CODE.
2. LAYOUTS SHOWN ON THIS SHEET ARE DIAGRAMMATIC AND DO NOT
NECESSARILY DEPICT EXACT CONFIGURATIONS. EQUIPMENT AND
DEVICE LOCATIONS SHALL BE AS NEAR AS PRACTICABLE TO LOCATIONS
SHOWN EXCEPT WHERE SPECIFIED, NOTED, OR INDICATED OTHERWISE.
FEQUIPMENT BREAK CONFERENCE 3. FOR ACTUAL LOCATIONS OF CEILING MOUNTED FIXTURES AND
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